
Well Field 
Pump Station

 
O. H. Ivie E. V. Spence Moss Creek J. B. Thomas 

Base 3
J. B. Thomas 

Base 4
Ward County 

(TPS)

Date Sample Collected 7/27/2026 7/27/2026 7/28/2026 7/27/2026 7/27/2026 8/3/2026
Parameter Analyzed

Alkalinity, Total (mg/L as CaCO3) 124 122 117 153 145 163
 
Hardness, Total (mg/L as CaCO3) 341 625 621 127 127 355

pH (Standard Units) 7.8 8.2 7.6 7.9 8.2 7.3

Specific Conductance (µmhos/cm) 1,233 3,982 4,044 678 615 2,440

Solids, Total Dissolved (mg/L) 680 2,347 2,373 347 320 1,127

Temperature (°C) 27.3 30.5 30.7 28.5 29.4 24.2

Ammonia (mg/L as N) <0.2 <0.2 <0.2 <0.2 <0.2 <0.2

Chloride (mg/L) 189 841 859 79 68 421
 
Fluoride (mg/L) 0.3 0.5 0.5 0.6 0.6 2.1

Nitrate (mg/L as N) <0.2 <0.2 <0.2 <0.2 <0.2 1.0

Nitrite (mg/L as N) <0.02 <0.02 <0.02 < 0.02 <0.02 <0.02
 
Phosphate, ortho (mg/L as P) <0.2 <0.2 <0.2 <0.2 <0.2 <0.2

Phosphorus, Total (mg/L as P) <0.1 <0.1 <0.1 <0.1 0.242 < 0.1

Sulfate (mg/L) 162 451 455 54 47 182

Turbidity (NTU) 7.1 34.4 12.7 27.2 223.0 0.10
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